**CONSTRUCTION NOTES:**

1. **MATERIAL:** Galvanized steel; Casing—22 gauge.
2. **INSTALLATION:**
   A) Unit should be externally insulated by others (in the field) if required.
   B) For optimum control accuracy, a straight section of duct at least 2 duct diameters long should be installed upstream of the sensor.

**NOTE:** All drawings subject to change without prior notice.